Hoag Memorial Hospital Cogen Weather Data

Temp and Humidity

100
90
80 hh““'\-u\‘__
70 r~— — r\,.,,-—--— s
50 = —
40
30
20
10
0 | IL
= = = = = = = =
< < < < o o o o
3 3 o 3 2 & S 8
© © & S & i [ <
- —
Humidity Temp (deg F) RefLine
Heat Rejection
", [
5 Plume event zone
0
5 )
Sunrise: 6:53:00 AM
-10
.15 Sunset: 4:48:00 PM
-20 - — e P PSP, o
g 1S T VATV E V] D VAT §
J-MJ-"-th-LIJ LJ LJ LJ
-30
-35

6:53 AM
8:12 AM
9:31 AM
10:50 AM
12:09 PM
1:28 PM
2:47 PM
4:06 PM

——Heat Rejection (MBTU)  ===Plume Alarm

Report Date: 12/21/2011 Report generated on: 12/22/2011




